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1 INTRODUCTION 
Engineered critical infrastructures, e.g. distribution, 
communication and/or transportation networks are 
large scale, spatially distributed, complex systems. 
These systems are made of "a large number of inter-
acting components, show emergent properties diffi-
cult to anticipate from the knowledge of single com-
ponents, are characterized by a large degree of 
adaptability to absorb random disruptions and are 
highly vulnerable to widespread failure under ad-
verse conditions" [Duenas-Osorio and Vemuru, 
2009]. Small, unnoticed perturbations can trigger 
large scale consequences in critical infrastructures, 
as well as disruptions may also be caused by targeted 
attacks. While in general most failures in these sys-
tems emerge and dissolve locally, remaining largely 
unnoticed at the global level, a few occurrences trig-
ger avalanche mechanisms (‘cascading failures’) that 
can have catastrophic effects over the entire net-
works. The vulnerability analysis of a CI must then 
duly account for the cascading failures phenomenon 
[Strogatz, 2001, Dorogovtesev and Mendes, 2003]. 
Typical examples of CIs suffering from cascading 
failures are the electrical power transmission sys-
tems, which are subject to multiple hazards and 
threats that must be identified and analyzed for op-
timal protection. All the electrical components have 
limits on their currents and voltages; if these limits 
are exceeded, automatic protection devices or the 
system operators disconnect the components from 
the system. The failure of a component causes a 
transient in which the power flow is redistributed to 
other components according to circuit laws and to 
the above mentioned automatic and manual recon-
figuration actions. 
The interactions between component failures 
which may lead to cascading failures are stronger 
when components are highly loaded. For example, if 
a more highly loaded transmission line fails, it pro-
duces a larger transient, there is a larger amount of 
power to redistribute to other components and fail-
ures in nearby protection devices are more likely. 
Moreover, if the overall system is highly loaded, 
components have smaller margins so they can toler-
ate smaller increases in load before failure, the sys-
tem nonlinearities and dynamical couplings increase 
and the system operators have fewer options, less 
safety margins and more stress. 
Functional models have been developed to cap-
ture the basic features of CI networks within topo-
logical analysis frameworks. These models analyze 
the extent to which the failure propagation process 
could affect the network system and allow identify-
ing the actions that can be performed in order to pre-
vent or mitigate the undesired effects [Motter, 2004, 
Dobson et al., 2005]. In case the consequences of a 
cascading event are underestimated, there is a risk 
that the system is not adequately protected and is op-
erated at regimes for which the occurrence of cas-
cading failures is highly likely: thus, the accuracy of 
the estimates provided by such models must be veri-
fied and quantified in particular in informed-based 
analyses and safety-oriented applications. 
In this paper, a previously developed model for 
predicting the size of a cascading failure in network 
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ABSTRACT: In this work, standard Monte Carlo Simulation (MCS) and Subset Simulation (SS) are ap-
plied for assessing the probability of cascading failures in network systems. The latter method has been origi-
nally developed to solve structural reliability problems [Au and Beck, 2001], based on the idea that a small 
failure probability can be expressed as a product of larger conditional probabilities of some intermediate 
events. A model of cascading failure dynamics previously presented in the literature is taken as reference to 
predict the size of cascading failures in network systems, under realistic loading. In the application, SS is 
shown to be more efficient than MCS. 
The sensitivity of the system response to uncertain parameters is also studied. 
systems under varying uniform loading is considered 
[Zio and Sansavini, 2008]. The probability of cas-
cading failure under certain stressing, normal load-
ing conditions is evaluated by Monte Carlo Simula-
tion (MCS). This, however, requires considerable 
computational efforts because of the long model cal-
culations and the small values of the failure proba-
bility to be estimated [Schueller, 2007]. 
To overcome the MCS computational problem, 
the Subset Simulation (SS) method is applied. The 
SS method, originally developed to solve structural 
reliability problems [Au and Beck, 2001], is founded 
on the idea that a small failure probability can be ex-
pressed as a product of larger conditional probabili-
ties of some intermediate (more probable) events.  
The efficiency of the method is demonstrated by 
comparison to the standard MCS in an application 
concerning the Italian high-voltage electrical trans-
mission network. Furthermore, the sensitivity of the 
electrical network system to uncertain system input 
parameters is studied through the examination of the 
deviations of the conditional sample distributions at 
different levels, from the unconditional one. 
The contents of the paper are organized as follows: 
in Section 2 the model of failure propagation in the 
network system is presented; in Section 3 the SS 
method is briefly described; in Section 4 the results 
of the application of the SS method to the estimation 
of the cascade probability are compared with those 
obtained using MCS; conclusions are drawn in Sec-
tion 5.  
2 THE MODEL FOR CASCADING FAILURES 
DUE TO DISTRIBUTED RANDOM 
DISTURBANCES 
In the following, a description of the model used 
for the propagation of cascading failures in a net-
work system is given [Zio and Sansavini, 2008]. A 
simulation framework is developed which abstracts 
the physical details of the services provided by the 
infrastructure while at the same time capturing its 
essential operating features. 
To study the propagation of cascading failures, 
the system is modeled as a network of N identical 
components with random initial loads, Lj, sampled 
from a uniform load distribution ranging between a 
minimum value L
min
 and a maximum value L
max
. 
All components have the same limit of operation 
L
fail
, beyond which they are failed. Upon component 
failure, the positive amount of overload P is propa-
gated locally, to first-neighbors of the failed node in 
the network structure. If there is no working node in 
the neighborhood of a failed component, the cascade 
spreading in that “direction” is stopped. 
To start the cascade, an initial disturbance impos-
es on each component an additional load D. If the 
sum of the initial load Lj of component j and the dis-
turbance D is larger than a component load threshold 
L
fail
, component j fails. This failure occurrence leads 
to the redistribution of the additional load P on the 
neighboring nodes which may, in turn, get overload-
ed and thus fail in a cascade which follows the con-
nection pattern of the network system. As the com-
ponents become progressively more loaded, the 
cascade proceeds.  
The MCS algorithm for simulating the cascading 
failures proceeds in successive stages as follows:  
0 At stage i = 0, all N components are initially 
working under independent uniformly ran-










1 An initial disturbance D is added to the load 
of each component.  
2 Each unfailed component is tested for failure: 
for j =1, ..., N, if component j is unfailed and 
its load > L
fail
 then component j fails. 
3 The components loads are incremented tak-
ing into account the network topology, i.e. 
the failed component neighborhood: for each 
failed node, the load of its first-neighbors is 
incremented by an amount P. If the neigh-
borhood set of the failed node is empty, the 
associated failure propagation comes to an 
end. 
4 The stage counter i is incremented by 1 and 
the algorithm is returned to step 2. 
The algorithm stops when failures are no further 
propagated. In order to compute the probability of 
failure, the cascading failure process is repeated NT  
times, with NT  being the number of samples of the 
MCS algorithm.  
For accurate estimation, MCS requires a large 
number of samples; in order to improve the simula-
tion efficiency, the SS method, described in the fol-
lowing Section, is employed. 
3 SUBSET SIMULATION 
Subset Simulation (SS) is an adaptive stochastic 
simulation method for efficiently computing small 
failure probabilities, originally developed for the re-
liability analysis of structural systems [Au and Beck, 
2001]. Structural reliability problems are naturally 
formulated within a functional failure framework of 
analysis in which the system fails when the applied 
load exceeds the structure capacity [Lewis, 1994; 
Schueller and Pradlwarter, 2007].  
For application to the analysis of the network sys-
tems here of interest, the cascading failure process 
must be evaluated with respect to one or more varia-
bles crossing specified threshold values.  
The idea underlying the SS method is to express a 
(small) failure probability as a product of (larger) 
probabilities conditional on some intermediate 
events. This allows converting a rare event simula-
tion into a sequence of simulations of more frequent 
events. During simulation, the conditional samples 
are generated by means of a Markov chain designed 
so that the limiting stationary distribution is the tar-
get conditional distribution of some adaptively cho-
sen intermediate event; by so doing, the conditional 
samples gradually populate the successive interme-
diate regions up to the target (rare) failure region 
[Au and Beck, 2001, 2003]. 
4 CASE STUDY: THE ITALIAN HIGH-
VOLTAGE (380 KV) ELECTRICAL 
TRANSMISSION NETWORK 
The model for cascading failures described in Sec-
tion 2 has been applied to the Italian high-voltage 
(380 kV) electrical transmission network (HVIET) 
[Rosato et al., 2007]. The network consists of 127 
bus locations (also called nodes) connected by 171 
lines and transformers (Figure 1). 
Suppose that the system is operated so that the 
normalized, initial component loadings vary from 
Lmin to Lmax=Lfail=1. A uniform distribution is as-
sumed, without loss of generality; however, note that 
the modeling assumption of uniform initial load dis-
tribution may not be realistic and more complicated 
distributions for the loads in the grid buses can be 
anticipated from power network management. The 
average initial component loading L=(Lmin+1)/2 can 
be increased by increasing Lmin. The initial disturb-
ance D is set to a value of 0.01; the load transfer 





















Figure 1. The 380 kV Italian power transmission network 
[TERNA 2002, Rosato et al. 2007]. 
 
In Figure 2, the results of the propagation of the 
cascading failures in the HVIET network obtained 
with the model of Section 2 are presented. The aver-
age number of failed components over NT propaga-
tion simulations, i.e. the average cascade size S , is 
reported as a function of the average initial load L. 
 
 
Figure 2. Cascade propagation in the HVIET network. The 
number of failed components averaged over NT propagation 
simulations, i.e. the average cascade size S  is reported as a 
function of the average initial load L. The initial load on the 
components is distributed as N(0.9, 0.025). The system is con-
sidered to be failed when more than Scr=15% (19 components) 
fail (solid line). 
 
To quantitatively assess the effects of the cascad-
ing failures at the system level, a threshold repre-
senting the maximum allowable cascade size, Scr, 
can be set. This is interpreted as the maximum num-
ber of components which can be lost in the system 
without affecting the global service provided. This 
threshold can vary from system to system and is a 
distinguishing feature of the provided service. The 
cascade size threshold identifies the critical average 
initial load, Lcr, beyond which cascade effects are 
felt at the system level. In the following, a value of 
Scr=15% of the total number of components is as-
sumed (i.e. 19 components), which gives Lcr=0.92 
for the system. The sharp change in gradient at the 
critical loading Lcr=0.92 corresponds to the increas-
ing probability of all components failing and the 
consequent onset of a cascading failure phenome-
non. As loading is increased past the critical value, 
an increasingly significant probability of all compo-
nents failing and a significant risk of large cascading 
failures is to be expected.  
These results can be used to estimate the cascad-
ing failure probability ( )crP S S  under realistic op-
erating conditions. It is assumed that the buses are 
designed to all have the same amount of load but sta-
tistical fluctuations around the design load may oc-
cur during operation; this situation is here modeled 
by a truncated normal distribution of the components 
initial loads, Lj. The mean of the distribution is set 
equal to 0.92 and the standard deviation to 0.025 
(Figure 3), to describe a stressed system operating on 
the very edge of the cascading failure regime. From 
the previous results of the predictive model with uni-
form distribution of the initial loads, a very low 
probability of entering in the critical zone of opera-
tion can be anticipated, i.e. the number of failed 
components is expected to go beyond the maximum 
allowable cascade size, Scr with very low probability. 
Nonetheless, underestimation of the cascade size is 
to be avoided due to the critical consequences. 
 
 
Figure 3. Cascade propagation in the HVIET network. The 
number of failed components averaged over NT propagation 
simulations, i.e. the average cascade size S  is reported as a 
function of the average initial load L. The initial load on the 
components is distributed as N(0.92, 0.025). The system is 
considered to be failed when more than Scr=15% (19 compo-
nents) components fail (solid line). 
 
To evaluate the probability of cascading failure, 
( ) ( 19)crP S S P S   , a MCS has been performed 
sampling from the normal distribution N(0.92, 
0.025) of initial loading. The uncertain parameters of 
the model are the capacities of the 127 components 
of the network, each one normally distributed with a 
mean of 0.92 and a standard deviation of 0.025. The 
initial disturbance D and the load transfer amount P 
are the same as in the previous case.  
However, a MCS requires considerable computa-
tional efforts for estimating small probabilities. 
Hence, in order to more efficiently estimate the 
small probability of failure of the system, i.e. the 
probability that more than 19 components fail, the 
SS algorithm described in Section 3 has also been 
applied.  
The results obtained are summarized in Table 1. 
In order to obtain a satisfactory accuracy in the esti-
mation of the failure probability, it is necessary to 
sample NT=100000 realizations by MCS and only 
NT=5550 by SS.  
It is worth noting that the total number of samples 
NT employed by SS can not be defined a priori since 
it depends on the number of conditional levels; this 
depends in turn on the failure probability ( 19)P S   
to be estimated, which is unknown a priori. Thus, for 
fair comparison, the efficiency of the MCS and SS 
methods is evaluated in terms of two indices which 
are independent of the total number NT of samples 
drawn: the unitary Coefficient of Variation (c.o.v.), 
 , and the so-called Figure of Merit (FOM). 





    

 
where   is the c.o.v., ˆ( 19)P S   is the sample 
estimate of ( 19)P S   and   is the sample standard 
deviation of ˆ( 19)P S  . Since in all Monte Carlo 
type estimators the standard deviation   (and, thus, 
the c.o.v. )  decays with a rate (1\ )TO N , then 
TN    is independent of NT [Koutsourelakis et 
al., 2004]. Notice that the lower is the value of  , 
the lower is the variability of the corresponding fail-
ure probability estimator and thus the higher is the 
efficiency of the simulation method adopted. 
However, in addition to the precision of the fail-
ure probability estimator, also the computational 
time associated to the simulation method has to be 








where tcomp is the computational time required by 
the simulation. Since 2 ∝NT and approximately 
tcomp ∝NT, also the FOM is independent of NT. Notice 
that the higher is the value of this index, the higher is 
the efficiency of the method. 
Table 1 reports the values of the estimate of the 
failure probability ˆ( 19)P S  , the unitary c.o.v.   
and the FOM obtained by standard MCS with 
NT=100000 samples and SS with NT=5550. 
 
Table 1. Values of the estimate of the failure probability 
ˆ( 19)P S   (per demand), unitary Coefficient of Variation 
(c.o.v.)   and Figure of Merit (FOM) obtained by standard 
MCS with NT=100000 samples and SS with NT=5550 samples 
in the reliability analysis of the system of Figure 1. 
 











The Markov chain samples generated by SS can 
be used not only for estimating the conditional prob-
abilities, but also for sensitivity analysis. The sensi-
tivity of the electrical transmission network perfor-
mance to the individual uncertain input parameters 
can be studied by examining the change of the sam-
ple distributions at different conditional levels. The 
histograms of the conditional samples of one of the 
uncertain load parameters at different conditional 
levels for a single SS run are shown in Figure 4. The 
histograms correspond to the Ravenna Canala bus 
component of the HVIET network [Zio and 
Sansavini, 2010], characterized by the largest con-
nectivity degree (seven buses directly connected to 
it) and therefore with large influence on the failure 
propagation process. The importance of this bus is 
confirmed by its sensitivity in Figure 4: a small de-
viation of the histogram at level 3 is noted with re-
spect to the histogram at level 0. The fact that devia-
tion is small is due to the fact that the number of 
parameters considered is very large, i.e. 127 nodes, 
and therefore the extent of the propagation is influ-
enced mainly by the average degree of the network 
and not by the individual degrees of the nodes. 
 
 
Figure 4. Empirical conditional distributions of the uncertain 
input load parameter of the Ravenna Canala bus 
 
5 CONCLUSIONS 
In this paper, the prediction power of a previously 
developed model for predicting the size of a cascad-
ing failure in network systems under varying work-
ing levels has been considered. The probability of 
cascading failure under certain stressing conditions 
has been evaluated by simulation. To overcome the 
computational problem of standard MCS due to the 
long calculations of the cascading failure model and 
the small values of the probabilities of failure in-
volved, the SS method has been used. Such method 
circumvents the computational burden associated to 
the estimation of a small failure probability by com-
puting it as a product of larger conditional probabili-
ties of defined (more probable) intermediate events. 
The results of SS have been compared to those of 
standard MCS for the estimation of probabilities as 
small as 10
-4
. It has been shown that for small prob-
abilities of failure, SS is more efficient than standard 
MCS. 
Also, the sensitivity of the results to uncertain 
system input parameters has been studied through 
the examination of the conditional sample distribu-
tions at different levels. The analysis has shown that 
an informative measure of the importance of a given 
parameter in determining the failure of the system is 
the deviation of its conditional distribution from the 
unconditional one. 
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